Fossil fuels are on the verge of depletion, and the world energy consumption is in constant progression, resulting in very serious concerns about environmental issues. Mechanical refrigeration based on vapor compression principle uses high grade electrical energy, and refrigerant fluid with a global worming and ozone depletion potentials.Absorption machines using solar thermal energy are excellent alternatives to mechanical refrigeration. Absorption cooling systems are mature technologies that proved their abilities to provide clean cooling with the use of low grade solar and waste heat. In this paper we presented a modeling and simulation study of a 70 kW Yazaki absorption cooling machine working with water-lithium bromide mixture. The influence of different parameters (Heat exchanger efficiency, Generator, absorber and condenser temperatures) on the system performance is showed.
Introduction
Nowadays, the needs for thermal comfort in housing and office buildings generate a strong increase in energy demand especially during summertime. Air conditioning systems are basically mechanical vapor compression types, which use high grade electrical energy generated in power stations using fossil fuels.
Nomenclature
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Heat This situation presents a very serious handicap in isolated areas with non-interconnected electrical grid. For this reason, renewable energies are excellent alternatives.
The Absorption cooling systems are one of the ways to produce air conditioning only by using solar thermal source as driving energy. In the water-Lithium bromide absorption systems, the solution is first heated in the desorbed (generator), and the obtained superheated water vapor (refrigerant) flows to the condenser where heat is transferred to the environment.
The liquid is moved through the expansion valve and enters to the evaporator; the liquid refrigerant evaporates by absorbing the heat from the refrigerated space. The weak liquid in the absorber absorbs the vapor leaving the evaporator and heat is transferred from the mixture. The enriched refrigerant-solution is pumped to the pressure level in the generator, where the weak solution returns to the absorber by transferring heat to the strong solution by way of the intercooler (heat exchanger).
Many works were done to evaluate the performances of a solar cooling system working in water-lithium bromide pair, [1, 2] . In 2012 [2] Rosiek and al, evaluated the performance of a solar-assisted 70 kW single effect LiBr-Water chiller located in Spain and achieved a maximum COP of 0.6 and Ali and al, [2] assessed the performance of a 35 kW solar absorption cooling plant and reported maximum collectors' field efficiency of 49.2% and a COP of 0.81. Hammad and Zurigat, [3] described the performance of a 1.5 Ton solar cooling unit. The unit comprises a 14 m² flatplate solar collector system and five shell and tube heat exchangers. The unit was tested in April and May in Jordan. The maximum value obtained for actual coefficient of performance was 0.85.
In 2013, G. Cascales and al. [4] , studied the global modeling of an absorption system working with LiBr/H2O assisted by solar energy. It satisfies the air-conditioning necessities of a classroom in an educational center in Puerto Lumbreras, Murcia, Spain. The absorption system uses a set of solar collectors to satisfy the thermal necessities of the vapor generator. A dynamic simulation model, for a solar powered absorption cooling system was developed, and validated using measured data. Yeung and al., [5] designed and installed a solar driven absorption chiller at the University of Hong Kong, this system included 4.7 kW absorption chiller, flat plate solar collectors with a total area of 38.2 m², water storage tank and the rest of the equipment. They reported that the collector efficiency was estimated at 37.5%, the annual system efficiency at 7.8% and an average solar fraction of 55%, respectively.
The objective of this work is to evaluate the performances of a Yazaki medium capacity solar cooling system using LiBr-water absorption chiller.
For the simulation of this plant, Matlab simulation software was used and the influence of system parameters on the coefficient of performance was studied.
Mathematical model
Absorption Chiller
To simplify the problem, we neglect the pump work, the pressure drop in components and lines, and assign saturation conditions to states numbers 1, 3, 6 and 8 (figure 1). The properties are determined as follows. The mass flow of the refrigerant is equal to:
The ratio of the mass flow rate of the solution through the pump to the mass flow rate of the working fluid is defined as:
It determines the needed energy to the pump. Xss, Xws are the strong and weak concentrations solutions respectively which can be determined from Merkel diagram [6] . The flow rate of the strong and weak solutions can be determined by: (4) By using the first law of thermodynamic to each component of the absorption cycle including the condenser, evaporator, generator, absorber and the heat exchanger HEX, we can write: For the Condenser:
The vapor leaving the generator and entering the condenser is a superheated vapor. The enthalpy is expressed by [6] (6) For the evaporator, equation (1) applies. In fact, the vapor leaving the evaporator is supposed saturated; so that, [6, 8] 
The energy balance in the Generator gives:
For the Absorber we have:
The enthalpies of the strong solution leaving the generator and the absorber are determined from Merkel Diagram, [6] .The energy balance in the Heat Exchanger gives:
Then the heat exchanger effectiveness is equal to:
The Coefficient of performance (COP) of the whole system can be calculated by, [6, 7] :
Q COP (12) If we neglect the pump work, we deduce:
Solar collectors
In general, the required temperature for the absorption systems working with the solution pair Water-Lithium bromide is 70°C to 95 °C. For this reason, two types of solar collectors were considered: a high performance flatplate solar collector and an evacuated solar tube collector. The formula used for flat-plat and evacuated-tube solar collectors' efficiency is [9,10]: 
Where Q use , the useful energy gained by the solar collector array, the solar radiation intensity in W, the area of the collector in m², and is the thermal efficiency of the solar collector array.
Results and discussion
The determination of the thermodynamic proprieties of each state in the cycle, the amount of heat transfer in each component, and the flow rates at different lines depends on the input parameters. Taking example of Yazaki, [12] absorption machine WCF-SC20, the performances were simulated using the modelling tool Matlab 7.8 and the following input manufacturer data:
-Generator temperature, T g = 90 °C -Absorber temperature, T amb = 40 °C -Condenser temperature, T c = 40 °C -Evaporator temperature, T e = 7 °C -Heat exchanger efficiency, η f = 0.7 -Refrigeration load, Q e = 70 kW. Table 1 shows the coefficients provided by the flat-plate collectors and the evacuated-tube collectors' manufacturer as determined from standard collector tests [13, 14] . In figure 2 we can see the Matlab simulation interface. In all cases, the simulation results were compared with those published by L. Lansing, [16] . 
COP function of Tg
The variation of the system's coefficient of performance and the flow ratio F R with the generator temperature is shown in figure 3 . As we can see, the COP of the system increase with the increase of the generator temperature, it means that the whole system performance goes better when T g increase. However, due to the crystallization problem, the water-lithium bromide pair systems can't reach above 100°C [7] . The manufacturer gives an ideal coefficient of performance of the machine between 0.7 and 0.78, which is confirmed by the simulation for the previous initial conditions when the COP is found 0.75. Compared with the simulation model done by L. Lansing, [16] , the simulation results showed a good concordance.
F R is an important design and optimizing parameter since it's directly related to the size and cost of the generator, absorber, heat exchangers and pump [10] . We can see that when the generator temperature increases, concentration of the strong solution increases, hence Fr decreases as can be seen in figure 3. Figure 4 shows that the COP of the system is decreasing with increasing the condenser and the absorber temperatures. Because the absorption of water by the Bromide Lithium is a chemical reaction that needs to be cooled for better efficiency, therefore decreasing the absorber temperature will improve the absorption reaction and the global system performances. For the condenser, the water vapor needs to be cooled for better condensation. The cooling can be done by using cooling towers or natural air cooling. For the water-lithium bromide pair, the use of the water for cooling purposes is more efficient than natural air cooling because of the major problem of crystallization. As shown in figure 4 , the COP can reach his maximum value of 0.82 by decreasing the absorber and the condenser temperature down to 30°C. 
COP in function of T c and T a
COP in function of T e
In Figure 5 , the variation of COP with the evaporator temperature is shown. When the evaporator temperature rises, the amount of heat to extract is reduced. The result is an increase in the coefficient of performance of the system. This is one of the main reason why the Lithium bromide -water pair systems are well destined for airconditioning activities that requires moderate temperatures. Figure 6 , shows that the system performance increases with the increase of the heat exchanger effectiveness. The heat exchanger helps to increase the strong solution temperature before entering to the generator, which will reduce the amount of energy required. With increasing the effectiveness of the heat exchanger, the energy needed in the generator decreases and this improve the COP of the system. Figures 7 and 8 show the variation of the system coefficient of performance COP with the generator temperature for different value of heat exchanger efficiency (E f ). It is clearly shown that for higher heat exchanger effectiveness we obtain a higher COP. As we know, heat exchanger effectiveness depends on the type of heat exchanger. In absorption systems, double-pipe or shell-and-tube heat exchangers can be used. For these types of heat exchangers, the effectiveness can reach 0.8 to 0.85 max, [16] . 
COP function of E f
Conclusion
In this study, a thermodynamic analysis of single stage absorption refrigeration system using water-lithium bromide pair was performed, and the theoretical results of the cycle were presented and compared with another mathematical model. Moreover, a simulation program using Matlab was developed in scope of this study. The simulation results showed that the COP of the cycle increases with increasing the generator and the evaporator temperatures, while, it decreases with the increase the condenser and the absorber temperatures. The COP of the system reached its maximum value of 0.77 with a generator temperature of T g = 92 °C that is close to the value given by the Yazaki manufacturer. Also the simulation study showed that for the manufacturer values, the absorption machine needs 90 kW for the generator supply witch is handled by 225.5 m² (2.5 m²/kW cool ) of Cube France flat plat solar collectors, and 175.1 m² (1.9 m²/kW cool ) of evacuated tubes solar collectors (Table1). That is close to the average value used for absorption systems 2.5 m²/kW cool based on available information from current installations, [17] . The simulation results are compared and showed a very good concordance with those achieved by the mathematical model of L. Lansing, [16] . Only use when 15 < T < 165 °C and 45 < X < 70% of LiBr
